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Super 8 Motel 930 Vally Creek Drive Farmington, MO

COS = CORRECTED ON SITE

NOTE: The facility owner provided a copy of the current MODHSS Lodging License for this facility but it was not on display.

LOBBY:
D6 - The emergency light did not light when tested. Please replace the battery and/or make other repairs so the light functions properly.

POOL:
F5 - The pH of the pool was below 6.8 and the free chlorine was below 0.5 ppm. The pH of the pool shall be maintained between 7.2 and 7.8 and the

free chlorine shall be at least 1.0 ppm. Please maintain the pH and chlorine within the required range.
NOTE: The pool has been closed for the last three days because of rain.

 F4 -The rope on the throwable life saving device is sun damages and frayed. Lifesaving equipment shall be in good repair. Please replace the rope.

EXTERIOR OF BUILDING:
C7 - An accumulation of debris including boards and a rubber mat was observed inside the dumpster enclosure. There shall be no unnecessary litter

and debris in refuse areas that create pest harborage conditions. Please remove debris.
C7 - An accumulation of discarded items and debris was observed on the ground around the outdoor pool chlorination system. There facility shall be

free of unnecessary litter and debris that creates pest harborage conditions. Please remove the debris.

WATER HEATER ROOM:
NOTE: The room contains two water heaters. One is 199,900 BTUs and the other is 250,000 BTUs. The 250,000 BYU water heater is under
inspection by MDPS.
No violations in this room.

FACILITY LAUNDRY ROOM:
H4 - The make-up air vents on the exterior wall were covered by portable beds and mattresses. Make up air vents shall be provided for rooms

containing gas burning appliances at all times. The vents shall be sized to provide one (1) square inch of vent area for every 4,000 BTUs from all
appliances in the room combined when vents open directly to the outdoors. Please remove items covering the vents. COS

C2 - An accumulation of lint and dust was observed on the HVAC ceiling vent in the laundry room. Proper housekeeping practices shall be used.
Please clean the vent. COS

OFFICE:
C10 - A box of single use beverage lids were observed on the floor. Food and food related items shall be stored 6 inches above the floor. COS
D1 - Three spray cans of insecticide spray were stored in the office where food and food related items were stored. Only pesticides approved for use

in a food establishment shall be used in facility that serves food. Please remove the pesticide from the facility.

ROOM 109 - Clean
C2 - An accumulation of dust was observed on the AC dust filter. Please clean the filter as often as needed to prevent dust accumulation. COS

ROOM 110 - Clean
C2 - An accumulation of dust was observed on the AC dust filter. Please clean the filter as often as needed to prevent dust accumulation. COS
C2 - An accumulation of dust was observed on the ceiling vent in the bathroom Please clean the vent as often as needed to prevent dust

accumulation. COS
C2 - Food splatters were observed inside the microwave. Proper housekeeping practices shall be used between each guest. COS
C2 - Debris was observed on the floor along the bases of the bed and the nightstand. Proper housekeeping practices shall be used between each

guest. COS

ROOM 147 - Clean
C1 and C2 - The refrigerator in the room had a broken seal and mold growth was observed on the seal. There was also a thick buildup of ice in the

freezer. Fixtures shall be maintained in good condition and proper housekeeping practices shall be used.
G5 - The vacuum breaker on the shower hose is leaking. Please replace the vacuum breaker.
E5 - The fire alarm is loosely secured to the wall. Fire alarms shall be maintained in good repair. Please tightly secure the fire alarm.
D4 - The outlet cover at the vanity GFCI outlet is broken. Electrical outlets shall be maintained in good repair. Please replace the broken cover.
C1 - There is damage to the wall to the right of the AC. Walls shall be maintained in good condition. Please repair.

ROOM 136 - Clean
C2 - An accumulation of dust was observed on the AC dust filter. Please clean the filter as often as needed to prevent dust accumulation. COS
C2 - The refrigerator in the room had a thick buildup of ice in the freezer. Refrigerators shall be cleaned and maintained between guests. Please

defrost the freezer.
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Super 8 Motel 930 Vally Creek Drive Farmington, MO

ROOM 144 - Dirty
NOTE: An accumulation of dust was observed on the ceiling vent in the bathroom. However, this is not noted as a violation because the room was not
yet cleaned after the previous guest checked out.
No violations were noted in this room.

GUEST LAUNDRY AND ADJACENT STORAGE ROOM:
No violations were noted in this area.

ROOM 146 - Dirty
C2 - The refrigerator in the room had mold growth the door seal and a buildup of ice in the freezer. Refrigerators shall be cleaned and maintained

between guests. Please clean and sanitize the door seal and defrost the freezer.
C2 - The couch in the room had numerous stains, cigarette burn holes, and an accumulation of dust on some areas. Furnishings shall be maintained

clean and in good repair. Please replace the couch.

UPSTAIRS STORAGE ROOM:
D7 - Electrical panel HP2-W had breakers 37 & 39 labeled "spare" but they were turned on. Panel PP2-W had breaker 23 labeled as "spare" but it was

turned on. Panel PP2-E had breakers 19-20 labeled as "spare" but they were turned on. Please determine if these breakers are in use. Ensure
that all breakers are accurately and clearly labeled.

ROOM 214 - Dirty
D4 - Visual evidence of arcing was observed on the AC plug. Electrical wiring shall be maintained in good repair. Please replace the damaged plug.
C2 - The couch in the room had numerous stains and an accumulation of dust on some areas. Furnishings shall be maintained clean and in good

repair. Please clean or replace the couch.
C4 - A dark stain was observed on the bottom head end of the mattress. Mattresses shall be kept clean. Please remove the stain.
C2 - The refrigerator in the room had a buildup of ice in the freezer. Refrigerators shall be defrosted as often as needed to prevent a buildup of ice in

the freezer. Please defrost the freezer.

ROOM 220 - Dirty
E6 - There was no evacuation map posted in the room. Please replace the evacuation map.

ROOM 204 - Dirty
No violations were noted in this room.

ROOM 236 - Clean
C2 - An accumulation of dust was observed on the AC dust filter. Please clean the filter as often as needed to prevent dust accumulation.
C2 - An accumulation of dust was observed on the ceiling vent in the bathroom Please clean the vent as often as needed to prevent dust

accumulation.
D4 - Visual evidence of arcing was observed on the AC plug and the wall outlet where it was plugged in. Electrical outlets and wiring shall be

maintained in good repair. Please replace the damaged plug and outlet.
C2 - The refrigerator in the room had mold growth the door seal and a buildup of ice in the freezer. Refrigerators shall be cleaned and maintained

between guests. Please clean and sanitize the door seal and defrost the freezer.

REQUIRED 3RD PARTY INSPECTIONS for the 2019-2020 Licensing Year:
# 1 - Fire Alarm and Fire Extinguisher Inspection
# 3 - City of Farmington Fire Inspection
# 4 - Current Boiler / Pressure Vessels MDPS Inspection
# 5 - Backflow Inspection

Daniel Huff June 24, 2019

Nirav Patel June 24, 2019


